














Certificate Number
Baseefa11ATEX0154X13

13

14

Schedule

Certificate Number BaseefallATEX0154X/3

Issued 5 January 2017
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15 Description of the variation to the Product

Variation 3.1

To confirm that the equipment covered by this certificate has been reviewed against the requirements of EN 60079-0:
2012+All:2013 , EN 60079-1:2014 and EN 60079-31:2014 in respect of differences from the standards to which this
certificate was issued; none of these differences affect this equipment, other than the code marking requirements which
have been addressed.

16 Report Number

SGS Baseefa Report Reference Number: - GB/BAS/ExTRI6.0322/00

17 Specific Conditions of Use

None additional to those listed previously

18 Essential Health and Safety Requirements

Compliance with the Essential Health and Safety Requirements is affected as follows.

Clause

1.2.7

1.2.8

1.4.1

1.4.2

Subject

LVD type requirements

Overloading of equipment (protection
relays, etc.)

External effects

Aggressive substances, etc.

Compliance

Standards require manufacturer's declaration, supplied.

Covered by installation rules and manufacturer's instructions

The Purchaser should make the manufacturer aware of such
issues. Covered in Instructions

The Purchaser should make the manufacturer aware of such
issues. Covered in Instructions

19 Drawings and Documents

Number Sheet Issue Date Description

489 1&2 D 23/11/2016 General Assembly - Breather drain

This drawing is common to this certificate and held with IECEx BAS 11.0076X.








