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EC·TYPE EXAMINATION CERTIFICATE

Equipment Of protective system: Terminal Boxes Type K-range

Compliance with the Essential Health and Safety Requirements has been assured by
compliance with:

EC-Type Examination Certificate Number: KEMA OOATEX8501 X

Equipment or protective system intended für usa in potenlially explosive atrnospheres -
Directive 94/9/EC

This equipment or pmtective system and any acceptable variation thereto 1$specified in
the schedule to this certificate and the documents therein referred to.

KEMA Quality SV., notified body number 0344 in accordance with Article 9 of the
Council Direetive 94/9/EC of 23 March 1994, certffies that this equlpment or protective
system has been found to comply with the Essential Health and Safety Requirements
relating to the design and construction of equipment and protective systems intended for
use in potentlally explosive atmospheres given in Annex 11to the directive.

EN 50014: 1997 EN 50019 : 2000
l. EN 50020 : 1994 EN 50284 : 1999

If t11t'\ign 'X is ptace1atter.!!'Te certificate numbe,r"it indicates that the equipment or
protective system is su~~c~special conditions fof safe use specified in the schedule
10 this certificate. 4
This E ype Examination Certificate relates 0 th esign, examination and tests
of fll~~dfied equ;pmenl or proleel;,e ~ aeJOl'din9 10 Ihe oire""'e 94/9/EC.
Furlh . quirements of the directive apply to the anufacturing process and supply of
this \quipment or protectiv stem. These are not~ by this certlflcate.

The m.::lrking of the equi ment or lective system shalll clude the following:
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KfMA~
(13) SCHEDULE
(14) 10EC-TypeExaminalion Cerlificale KEMAOOATEX8501X

(15) Oescrlptlon

Terminal Saxes Type K-range with enclosures made cf aluminum, tor fixed installation,
provided with terminals in type of protection increased safety "e", for non·jntrinsically
safe and/ar intrinsically safe circuits.
The area intended tor the terminals cf intrinsically safe circuits is marked, 8.g. in blue colour.

Ambient temperature range ·30 oe ... +40 oe.

Electrical data

Rated voltage

Rated curren!
Number cf conductors
Conductor cross section

Installation instructions

max.11üOV

)
) as per Appendix Nos. 1 up to 20
)

The degree of ingress prolection cf al least IP 54 according 10 EN 60529 tor use in potentialJy
explosive atmospheres cf f1ammable gases, vapours and mists is only achieved if certified
cable entries are used that are suitable for the applicalion and correctly installed.

For external earthing and bonding connection a cable lug shall be used so lhat the conductor
is secured againsl loosening and twisting and that the contact pressure is permanently
secured.

The instructions of the manufacturer shall be followed in order to ensure that after installation
the creepage and clearance distances comply with lhe requirements of
EN 50019: 2000 and EN 50020: 1994.

Routine tests

If factory wired, each terminal box shall be submitted to a dielectric strength test
according to Clause 7.1 of EN 50019.

(16) Reporl

KEMA No. 2079759.

(17) Special conditions for safe use

When the Terminal Saxes are used as Category 1 equipment, they shall be inslalled only
in such a way that they are not subjected to impacts, in accordance with Clause 4.3.1
of EN 50284 : 1999.
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KEMA :l(
0~ SCHEDULE
(14) 10 EC-Typo Examinalion Certificale KEMA OOATEX8501X

(18) Essential Health and Safety Requlrements

Essential Health end Safet Re uirements not Govered b standards Iisted 8t 9
Clause Sub"ect
1.0.5 Markin
1.0.6.b end d Instructions

These Essential Health and Safety Requirements are examined and positively judged.
The results are laid down in the report Iisted al (16).

(19) Test documentation

As listed in Test Report No. 2079759.
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